JAMB CROSS SECTION

__ EXTERIOR RELEASE
~— (INCLUDED)

FIELD
FASTENERS
N.B.C.

;@‘\ RECOMMENDED CURB INTERIOR RELEASE
TAPE N.B.C. (OPTIONAL)

“ INSIDE CURB / ROUGH OPENING ———————J
|

OUTSIDE CURB .

HEAD/SILL CROSS SECTION

UL LISTED
FUSIBLE LINK

2x (137 NOM.) ROOFING OR Ny S
WIDE WOOD CURB CURB FLASHINGN.B.C. 3

\
L———————IN&DE CURB / ROUGH OPENING ———————J

. OUTSIDE CURB .

GENERIC GLAZING DETAILS.
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